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MARK MANUFACTURER MODEL No.

GALLONS

CHARACTERISTICS =

- DIMENSION

THERMAL EXPANSION
CONTROL TANK SIZE
SHALL BE BY

EWH-1 & 2 LOCHINVAR ETX-080XD

. 80

6 KW, 480V,3¢

29.5"¢ X 59.5"HT

VERY IMPORTANT NOTE: VERIFY VOLTAJE AND HEATER ELEMENT :CAPACITY WITH MANUFACTURER BEFORE JOB COMMENCEMENT.

WATER HEATER EQUAL LOCHINVAR WITH APPROVED EFFICIENCY BY ENERGY CODE 2014. COORDINATE BEFORE: SUBMIT BID.

SHOCK ABSORBER
TYPE "A" (TYPICAL)

WATER HAMMER
ARRESTOR
CHAMBER TYPE.

SHOCK ABSORBER
STATION n T TYPE "B” (TYPICAL)
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CRCULATING PUMP EQUAL ez .

| i 2 TIE-IN TO EXISTING 2
T0 BELL |AND GOSSETT e
SERIES 100 2 GPM @15' “sely” DONESTO WATER SERCE

TOH 1/12 HP 120/t'~/60 NEW 1-1/4" DOMESTIC

WATER LINE.
—&(’/

SHOCK ABSORBER

MANUFACTURE
RECOMMENDATION. AS
PER SECTION 607.3.2
FBCP

AQUASTAT SET
TO 120°F
CONNECTED TO

VALVE

' PUMP STARTER
= - SHUT—-OFF

£ NION

f RECIRCULATING PUMP B.G SERIES
) ) PR-1/6 HP. 3/4” OR EQUAL

ﬁ_
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~
:
o

M _.—UNION

~Al

.-
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ASME PRESSURE

3/4" P & T ONTO PAN DRAN

N, A AND
\_ S 1@ TEMPERATURE
BER/T:ZR%AL RELIEF VALVE
WH—1 UNION (TYP.)
PROVIDE AIR
DRAIN SHUT—OFF 'ﬁ\ GAP FITTING
VALVE (TYP: (TYPICAL).

PROVIDE 6"CONCRETE PAD
HEIGHT FOR BOTH TANK
WATER HEATER

T TORARLPAN. 3
< s B ABGE
s 3 FLOORDRAN -t

e A a

P . ..
o« 4 4 a .-
: R S

|_—~3/4" P & T ONTO PAN DRAIN

SQUARE METAL PAN 2°HIGH
WTH ALL SOLDERED

SEAMS, 1" CLEAR ALL

AROUND HEATER.

NOTE :

HOT & RECIRCULATING WATER PIPE

SHALL BE INSULATED WITH 3/4”
PREMOLDED FIBERGLASS WITH
APPROVED FIRE—RATED JACKET

N.O. — NORMALLY OPEN

1"DRAIN PAN ENDS

6" ABOVE FLOOR
DRAIN

ELECTRIC WATER HEATER CONNECTION DETAIL — NTS (TYP.)

TABLE 607.2.1 MINIMUM PIPE INSULATION

FLUID DESIGN
OPERATING
TEMPERATURE

RANGE, (F)

INSULATION CONDUCTIVITY

NOMINAL PIPE DIAMETER
OR TUBE SIZE (IN.)

CONDUCTIMITY | MEAN TEMPERATURE
Btu * N RATING

170 [1-1/2

<t l1-1/2]70 4

DOMESTIC AND

SERVICE HOT WATER SYSTEMS

7" O\ EXISTING LINE.
3/4° ~

> 105

0.22 — 0.285 100

0.5 0.5 1.0

Minimum pipe insulation Circulation hot water system shall
be insulated in accordance with the requirements of table 607.2.1 FBCP
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